Chevron Phillips Chemicals Company LP ("Chevron Phillips") offers various cylinder packages in the following sizes: 290, 250, 100, 57, 54, and 5 USG. The 290, 250, and 100 USG carbon steel tanks feature 4-way fork truck entry for easy pick up and transport with power lifting equipment. Containers may be equipped with relief valves and gauging devices upon customer request. All containers are equipped with vapor valves and liquid valves with dip tubes. Product volumes vary with product density and temperature.

*It is important to note that the gauging device only shows an estimate of the volume of the Sentinel® product in the tank.

RETURNABLE CYLINDER HANDLING AND UNLOADING TIPS

1. Remove the plug from the liquid valve and connect the adapter and hose configuration to the liquid unloading system. Leave valves closed.
2. Remove plug from the vapor valve and connect adapter and hose configuration to inert gas vapor transfer system.
3. Check all fittings for leaks.
4. Slowly open regulated inert gas (nitrogen) into vapor valve and into the tank.
5. The receiving tank’s pressure must be lower than the portable tank’s pressure. If that is not the case, a pump will be needed to transfer material from the portable tank to the receiving tank.
6. Slowly open the liquid valve on the portable tank to start the product flowing into the receiving tank.
7. The tank level may be monitored with the gauging device. Depressurize the portable tank when it is empty. It is important to achieve less than 20 psig of pressure in the portable tank, or the tank will have to be placarded differently per DOT regulations.
8. Close all valves, replace the plugs, and apply Teflon tape to the plugs as a thread sealant. Use a wrench to tighten the plugs.
9. Clean up residuals with an approved method.
RETURNING A CYLINDER

For containers containing residual odorant, do the following to prepare the container for return:

1. Make sure the container is free of liquid.
2. Depressurize container to atmospheric pressure.
3. Close container valves.
4. Depressurize hoses and check to verify they are free of product.
5. Disconnect hoses.
6. Apply Teflon tape to plugs and then install the plugs in the valves. It is very important that the plugs be wrench tight. Failure to install and properly tighten plugs can result in a release of product during transport and a possible hazardous materials transportation emergency.
7. Wash the plugged valves and top of the cylinder with dilute household bleach and soap solution or a masking agent. This will eliminate residual odors and the possibility of mistaking them for a product leak.

These tips are designed to familiarize you with the proper handling, unloading and return procedures with all returnable containers. Please review the SDS for specific information about the product in the container - www.cpchem.com/GasOdorants/SDS. Also, ensure that hose and fittings materials are compatible with the product being transferred. Chemical spills should be properly handled by first referring to the Department Of Transportation Emergency Response Guidebook (Reference Guide 129-130, page 196-198). More information about the guidebook can be found under “Resources” on www.phmsa.dot.gov.

Please call your Chevron Phillips sales representative or Specialty Chemicals Customer Service at 1-800-858-4327 if you have any questions.

The material in these containers is classified as hazardous material by the U.S. Department of Transportation (DOT). DOT regulations in 49 CFR, Parts 100 to 180 govern the shipment of these containers, even when the container is empty and only contains material residue. Failure to comply with these regulations can result in substantial fines and/or imprisonment. In addition, the shipper may be liable for state fines and emergency response costs if a release of product or residue occurs while the container is in transit.

These tips are designed to help you disconnect the container safely and return it to Chevron Phillips in compliance with 49 CFR 173.24. This regulation mandates proper closing of hazardous material containers to prevent release to the environment.

Call your Chevron Phillips sales representative or Specialty Chemicals Customer Service at 1-800-858-4327 to obtain return authorization and preferred carrier assignment. Chevron Phillips pays all return freight costs, so return your container collect to the address specified by your sales representative. All freight bills associated with authorized container return should be sent to:

Chevron Phillips Chemical Company LP | Attn: Specialty Chemicals Customer Service | P.O. Box 4910 | The Woodlands, TX 77387-4910

Please note: credit for all returnable cylinders will not be issued for cylinders kept by the customer longer than one (1) year. Email us with your questions about our products at sc@cpchem.com

PRODUCT SAFETY INFORMATION

Please visit our website for more information about Product Safety and Warnings: Safety Data Sheets: www.cpchem.com/GasOdorants/SDS and Odor-Fade Warning: www.cpchem.com/GasOdorants/Warnings.